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84K 07500-001 CLCS Review Item Disposition 04/15/97 Rev. Basic
RESPONSE ATTACHMENT 200-218

The System Level Specification glossary entry for Calibration will be modified as follows:

Calibration - Calibration isthe process of converting the digital representation of an analog measurement that has been
acquired from a sensor to afloating point value that represents the calibrated engineering units of the measured quantity
(e.g., pounds of pressure per square inch, temperature, speed, etc.). Sensors convert the measured quantitiesto an
electrical voltage (an analog signal) which is subsequently converted to adigital quantity by an analog to digital converter
(ADC). Sensors may introduce non-linearities into the measured quantities due to the physics of the measuring device. |If
the voltage output of the sensor has alinear relationship with the pressure measured by the sensor, engineering units can
be calculated by the linear equation.

Measurement Vaue = m * voltage + b, (where m is the slope of the line and b isthe measured quantity value when
the voltage isequal to zero.)

(Better? No Duh??)



